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A- óñòðîéñòâî çàùèòû ýëåêòðîäâèãàòåëåé
ÂÊ - äàò÷èê-ðåëå òåìïåðàòóðû ìàñëà
FU - ïðåäîõðàíèòåëè ñèëîâûå 
FU1- FU3 - ïðåäîõðàíèòåëè öåïè óïðàâëåíèÿ
FU4- FU6 - ïðåäîõðàíèòåëè âåíòèëÿòîðà
HL1- ñèãíàëèçàöèÿ “ÑÅÒÜ”
HL2 - ñèãíàëèçàöèÿ àâàðèÿ - “ÂÛÑÎÊÀß ÒÅÌÏÅÐÀÒÓÐÀ ÌÀÑËÀ”
HL3 - ñèãíàëèçàöèÿ àâàðèÿ - “ÔÀÇÈÐÎÂÊÀ ÍÀÏÐÀÂËÅÍÈÅ ÂÐÀÙÅÍÈß”
HL4 - ñèãíàëèçàöèÿ àâàðèÿ - “ÏÅÐÅÃÐÓÇÊÀ ÄÂÈÃÀÒÅËß”
Ê1,K2,K3 - ìàãíèòíûé êîíòàêòîð Uc=230VAC
Ê4 - ìèíèêîíòàêòîð Uc=230VAC
KK1 - òåïëîâîå ðåëå äâèãàòåëÿ êîìïðåññîðà 
KK2, KK3* - òåïëîâîå ðåëå äâèãàòåëÿ âåíòèëÿòîðà 
KT - ðåëå âðåìåíè Uc=230 VAC
Ì1 - ýëåêòðîäâèãàòåëü ïðèâîäà êîìïðåññîðà 
Ì2 - ýëåêòðîäâèãàòåëü âåíòèëÿòîðà îõëàæäåíèÿ ìàñëà
Ì3* - ýëåêòðîäâèãàòåëü âåíòèëÿòîðà îõëàæäåíèÿ âîçäóõà
PT - ñ÷åò÷èê âðåìåíè 
QS - ïîâîðîòíûé âûêëþ÷àòåëü
SA1 - êíîïêà ïóñê/ñòîï
SB - êíîïêà "ÀÂÀÐÈÉÍÛÉ ÑÒÎÏ"
SF - ðåëå  êîíòðîëÿ ôàç
T - òðàíñôîðìàòîð  380V/220V
ÒK2 - óñòðîéñòâî òåìïåðàòóðíîé çàùèòû äâèãàòåëÿ âåíòèëÿòîðà îõëàæäåíèÿ 
ìàñëà
ÒK3* - óñòðîéñòâî òåìïåðàòóðíîé çàùèòû äâèãàòåëÿ âåíòèëÿòîðà îõëàæäåíèÿ 
âîçäóõà.

*- äëÿ ÂÊ- Î 
**- äëÿ ÂÊ100, ÂÊ100-Î
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